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COMPARATOR 1         GOTO: 296)DIGITAL POST 1

588)COMP1 INPUT 1: 75.00
589)COMP1 INPUT 2: 0.00

590)COMP1 WINDOW SEL: ENABLED
591)COMP1 HYSTERESIS: 0.50

Warning! GOTO connection conflict on PIN 400

COMPARATOR 2         GOTO: 297)DIGITAL POST 2

595)COMP2 HYSTERESIS: 0.50
594)COMP2 WINDOW SEL: ENABLED

593)COMP2 INPUT 2: 2.00
592)COMP2 INPUT 1: -0.01

597)COMP3 INPUT 2: 0.00
596)COMP3 INPUT 1: 0.00

COMPARATOR 3         GOTO: 400)Block Disconnect

599)COMP3 HYSTERESIS: 0.50
598)COMP3 WINDOW SEL: DISABLED

COMPARATOR 4         GOTO: 400)Block Disconnect

603)COMP4 HYSTERESIS: 0.50
602)COMP4 WINDOW SEL: DISABLED

601)COMP4 INPUT 2: 0.00
600)COMP4 INPUT 1: 0.00


