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PIN 164 (CIP)

Warning! GOTO connection conflict on PIN 400

DIP1 DIGITAL IP           GOTO: 524)PRESET SEL1(LSB)

310)DIP1 IP HI VALUE: 0.01
311)DIP1 IP LO VALUE: 0.00

DIP1 TERMINAL 14 STATE: LOW

RUN DIGITAL IP           GOTO: 308)INTERNAL RUN IP

318)RUN IP HI VALUE: 0.01
319)RUN IP LO VALUE: 0.00

RUN TERMINAL 31 STATE: HIGH

DIP4 DIGITAL IP           GOTO: 400)Block Disconnect

316)DIP4 IP HI VALUE: 0.01
317)DIP4 IP LO VALUE: 0.00

DIP4 TERMINAL 17 STATE: LOW

DIP3 DIGITAL IP           GOTO: 400)Block Disconnect

314)DIP3 IP HI VALUE: 0.01
315)DIP3 IP LO VALUE: 0.00

DIP3 TERMINAL 16 STATE: LOW

DIP2 DIGITAL IP           GOTO: 525)PRESET SELECT 2

312)DIP2 IP HI VALUE: 0.01
313)DIP2 IP LO VALUE: 0.00

DIP2 TERMINAL 15 STATE: LOW


